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This manual supplements the Concise Product manual supplied with each instrument at the 
time of shipment.  Information in this installation, wiring and operation manual is subject to 
change without notice. 

Copyright ' June 2004, Danaher Corporation, all rights reserved.  No part of this publication 
may be reproduced, transmitted, transcribed or stored in a retrieval system, or translated into 
any language in any form by any means without the written permission of Anderson 
Instrument Co., Inc. 

Copies of this manual are available in electronic format by contacting Anderson Instrument 
Co., Inc.   

 

Note: 
It is strongly recommended that applications incorporate a high or low limit protective 
device, which will shut down the equipment at a preset process condition in order to 
prevent possible damage to property or products. 

WARNING: 

THE INTERNATIONAL HAZARD SYMBOL IS INSCRIBED ADJACENT TO THE REAR 
CONNECTION TERMINALS.  IT IS IMPORTANT TO READ THIS MANUAL BEFORE 
INSTALLING OR COMMISSIONING THE UNIT. 

 

Products covered by this manual are suitable for Indoor use, Installation Category II, 
Pollution category 2 environments. 
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Warranty and Returns Statement 
These products are sold by Anderson Instrument Co., Inc. under the warranties set forth in 
the following paragraphs.  Such warranties are extended only with respect to a purchase of 
these products, as new merchandise, directly from Anderson Instrument Co., Inc. or from 
Anderson Instrument Co., Inc. distributor, representative or reseller and are extended only to 
the first buyer thereof who purchases them other than for the purpose of resale. 

  

Warranty 

These products are warranted to be free from functional defects in material and workmanship 
at the time the products leave Anderson Instrument Co., Inc. factory and to conform at that 
time to the specifications set forth in the relevant Anderson instruction manuals sheet or 
sheets, for such products for a period of three years. 

 

THERE ARE NO EXPRESSED OR IMPLIED WARRANTIES, WHICH EXTEND BEYOND THE 
WARRANTIES HEREIN AND ABOVE SET FORTH.  ANDERSON MAKES NO WARRANTY OF 
MERCHANTABILITY OR FITNESS FOR A PARTICULAR PURPOSE WITH RESPECT TO THE 
PRODUCTS. 

 

Limitations 

Anderson shall not be liable for any incidental damages, consequential damages, special 
damages, or any other damages, costs or expenses excepting only the cost or expense of 
repair or replacement as described above.  Products must be installed and maintained in 
accordance with Anderson Instrument Co., Inc. instructions.  There is no warranty against 
damage to the product resulting from corrosion.  Users are responsible for the suitability of 
the products to their application. 
For a valid warranty claim, the product must be returned carriage paid to the supplier within 
the warranty period. The product must be properly packaged to avoid damage from 
Electrostatic Discharge or other forms of harm during transit. 
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How to use this manual 
Each section of this manual is structured to give information required for all aspects of the 
installation and use and of the product: 

Section 1: Introduction - gives a brief description of the product range. 

Section 2: Installation - contains step-by-step instructions for unpacking, installing and 
panel mounting the instrument. 

Section 3: Plug-in Options � explains installation of the plug-in option modules. 

Section 4: Wiring Guidelines - gives guidance on good wiring practice, noise avoidance, 
wiring diagrams and input/output connections. 

Section 5: Powering Up - explains the powering up procedure and gives a brief 
description of the displays and switches. 

Section 6: Error Messages � explains the various error or fault indication displays. 

Section 7: Operation Modes - contains a description of all the operation modes common 
across the range. These include Select Mode for gaining access to the Setup and 
Configuration menus, Automatic tuning on controllers and the Product information menu.   

Section 8: P8100 (AIC 801), P6100,  & P4100 Model Group - contains a description of all 
menus unique to the three controllers in this model group. These include Configuration 
Mode, Setup Mode and the normal Operator Mode menus. It also details adjustment of the 
controller setpoint and the use of manual control mode. 

Section 9: Manually Tuning Controllers � gives advice on manually adjusting the PID 
controller tuning parameters. 

Section 10: Modbus Serial Communications � contains details of the physical layer and 
message formats used in the Modbus serial communications protocol common to all 
products in the range. 

Section 12: ASCII Serial Communications � contains details of the physical layer and 
message formats used in ASCII serial communications protocol available (in addition to 
Modbus) in some products in the range. 

Section 12: Serial Communications Application Layer � contains details of the 
parameter addressing for both Modbus and ASCII serial communications protocols.  

Section 13: Calibration Mode- contains step-by-step instructions to calibrate the 
instrument.  This section is intended for use by an engineer. 

Appendix 1: Glossary � explains the terms used in this manual and the features of the 
products. 

Appendix 2: Specification - contains the technical specifications for all instruments in the 
range. 
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1 Introduction 
These instruments are microprocessor based indicators, single loop controllers, and profilers 
capable of measuring, displaying or controlling process variables such as temperature, 
pressure, flow and level from a variety of inputs. Models are available in three DIN case 
sizes. 1/16 DIN Instruments have 48 x 48mm front panels. 1/8 DIN front panels are 48 x 96mm 
and 1/4 - DIN front panels are 96 x 96mm. 

Control functions, alarm settings and other parameters are easily entered through the front 
keypad or by using the PC based configuration software. Controller models are easily tuned 
using the instruments automatic tuning features. EEPROM technology protects against data 
or configuration loss during AC power outages. 

Inputs are user configurable for direct connection to thermocouple and RTD probes. Most 
models will also accept linear process signal types such as mVDC, VDC or mADC. 

If the instrument is configured with a linear output option module, this output can be scaled to 
re-transmit the process variable or setpoint to external devices such as data recorders or 
PLC�s. 

The operating voltage is either 100-240 VAC, 50/60 Hz power supply or 24V-48V AC/DC 
power supply depending on the model purchased. 

Alarm indication is standard on all instruments; up to three alarms are possible on some 
models. The alarm types may be set as process high or low, deviation (active above or below 
controller setpoint), band (active both above and below setpoint), or control loop type. 
Models with a heater current input also have high, low or short circuit heater break alarms 
based on control load current. These alarms can be linked to any suitable output. 

Alarm status is indicated by an LED and the alarm status screen. 

If the instrument is configured with the transmitter power supply option module, an 
unregulated 24V DC (22mA) auxiliary output voltage is provided to power external signal 
transmitters. 

Controllers can be programmed for on-off, time proportioning, or current proportioning control 
implementations, depending on the output modules fitted. A secondary control output is 
available when the appropriate extra output module is fitted. Valve Motor Drive (VMD) is also 
possible on some models. All proportional control implementations are provided with fully 
programmable PID parameters.  Controllers with analogue Remote Setpoint inputs and 
Profile Controllers are included in the range.




